
 
 “© 2017 IEEE. Personal use of this material is permitted. Permission from IEEE must be 

obtained for all other uses, in any current or future media, including reprinting/republishing this 

material for advertising or promotional purposes, creating new collective works, for resale or 

redistribution to servers or lists, or reuse of any copyrighted component of this work in other 

works.” 
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Abstract— The paper addresses the problem of efficiently
monitoring environmental fields in a smart building by the
use of a network of wireless noisy sensors that take discretely-
predefined measurements at their locations through time. It
is proposed that the indoor environmental fields are statis-
tically modeled by spatio-temporal non-parametric Gaussian
processes. The proposed models are able to effectively predict
and estimate the indoor climate parameters at any time and
at any locations of interest, which can be utilized to create
timely maps of indoor environments. More importantly, the
monitoring results are practically crucial for building man-
agement systems to efficiently control energy consumption
and maximally improve human comfort in the building. The
proposed approach was implemented in a real tested space in
a university building, where the obtained results are highly
promising.

I. INTRODUCTION

Recent researches have shown that energy consumption
in residential and commercial buildings is about 40% of
total energy consumed in the entire world [1]. Particularly,
heating, ventilating, and air conditioning (HVAC) systems
account for up to 47% of the building energy [2]. Neverthe-
less, it is also reported that at least 30% of the electric energy
consumed by the HVAC systems are wasted [3]. On the other
hand, there are more and more demands on standards for
indoor environmental qualities in building spaces [4]. That
is, indoor climates substantially impact on well-being and
productivity of the building inhabitants. Therefore, reducing
the energy consumption and increasing the human comfort
are paramount to economically and socially justify smart
buildings. While the human comfort indexes are based on
the indoor spatial fields such as air temperature, relative hu-
midity, and carbon dioxide, it is required to optimally control
the indoor environments. To this end, deeply understanding
of building environments is essential for efficient building
energy managements. Recent attentions consist of observing
indoor environmental parameters in secondary schools’ class-
rooms [5] and in university buildings [6], monitoring room
temperature in offices [7], and detecting fire in buildings [8].
However, to the best of our knowledge, in all aforementioned
existing works, authors have only concerned about locally
monitoring the indoor spatial parameters at some specific
points. Mapping environmental fields in the whole building
space is still questionable.
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The existing approaches mainly rely on the mathematically
analytical models such as partial differential or Navier-
Stokes equations [9]. The premise behind these heat transfer
models consists of incorporating architectural parameters
of the building into the models and presenting the most
comprehensive description of the thermal processes in the
building in the heat transfer equations. Notwithstanding, in
order to let the aforementioned models be computable, all
complexity of thermal interactions, unmeasured disturbances,
and uncertainties in thermal properties of structural elements
is simplified by various assumptions. Moreover, requirements
of the analytical models to be known a priori make them
more challenging to be more reliable [10].

Therefore, in this paper, a spatio-temporal model based
on the non-parametric data-driven Gaussian processes (GP)
is proposed to statistically represent distribution of the envi-
ronmental field in the building space. In fact, all parameters
of the GP models can be directly learned from measure-
ments collected by a wireless sensor network, then it can
fully delineate distributions of the spatial fields. The main
advantages of the proposed model are able to efficiently
temporally estimate and predict the indoor spatial fields in the
rest of the building space in which there are no measurements
conducted. This leads to a fact that a map/surface of the
interested environmental parameter in the building can be
created and sent out to the building management systems
as a timely feedback. Based on information obtained in
the environmental map, controlling laws/strategies can be
adjusted to regulate the indoor climate to reach to expected
values.

The paper is organized as follows. A spatio-temporal
model for environmental monitoring is presented in Section
II. Section III discusses results in the real scenarios con-
ducted in the experimental spaces. Finally, conclusions of
the work are provided in Section IV.

II. SPATIO-TEMPORAL MODEL FOR INDOOR
ENVIRONMENT

Let R denote the set of real numbers. Boldface case letters
are defined as vectors or matrices. The norm of a vector in
the Euclidean space is also denoted by ‖ · ‖. We let E define
the expectation operator while | · | defines the absolute value
of a scalar. The transpose of a matrix A is denoted as AT .
Other notations will be explained as and when they occur.

A. A Model of Spatio-temporal Fields

We consider a network of n wireless sensors that are spa-
tially deployed in buildings to observe indoor environmental
fields such as temperature, relative humidity and carbon



dioxide. Each sensor take discrete measurements over time
at predefined instants; then the data is wirelessly transmitted
to a base station (or sink) via a routing tree.

In the indoor space of interest Q ⊂ R
d, let spatial

locations of the wireless sensors within Q denote as s =
(sT1 , s

T
2 , · · · , sTn )T ∈ R

d×n. In this study, we suppose that at
each of collecting instants, all wireless sensors measure in-
door environments concurrently. Hence, we define the time at
which sensors take measurements as t = (t1, t2, · · · , tm)T ∈
R

m. As a result, a spatio-temporal location can be repre-
sented as a point on R

d × R. Now, the measurement of a
sensor at a location si and at time tj can be specified by

y(si, tj) = z(si, tj) + ε(si, tj), (1)

where z(si, tj) and ε(si, tj) are a random variable and a
noise at a spatio-temporal location (si, tj), i = 1, · · · , n
and j = 1, · · · ,m. The noise is assumed to be independent
and identically distributed. ε(si, tj) is normally distributed
with a zero mean and an unknown variance τ2. Therefore,
if Y (s, t) = (y(s1, t1), · · · , y(sn, tm))T ∈ R

n×m denotes a
vector of collective measurements gathered by the network
of wireless sensors up to current time tm, then it can be
delineated by

Y (s, t) = Z(s, t) + ε(s, t), (2)

where ε(s, t) = (ε(s1, t1), · · · , ε(sn, tm))T ∈ R
n×m, and

Z(s, t) = (z(s1, t1), · · · , z(sn, tm))T ∈ R
n×m is a spatio-

temporal random field that is proposed to be followed a
multivariate Gaussian distribution. The mean of the spatio-
temporal Z(s, t) is defined by μ(s, t) = E[Z(s, t)], and
each element of its covariance matrix can be computed by a
covariance function as specified

cov((si, tj), (sk, tl)) = σ2corr(z(si, tj), z(sk, tl)), (3)

for any two pairs of spatio-temporal locations (si, tj) and
(sk, tl) on R

d × R, k = 1, · · · , n and l = 1, · · · ,m. Here,
σ2 is a marginal variance, and corr(z(si, tj), z(sk, tl)) is a
correlation function based on two random variables z(si, tj)
and z(sk, tl).

Notwithstanding, in fact, the main challenges in analyzing
the spatio-temporal environmental fields is how to choose
a correlation function that can best present the spatio-
temporal dependence of the observations. In recent research,
there are discussions about types of correlation functions
for space-time models [11]. There are two major sorts of
the spatio-temporal correlation models that are separable
and non-separable. Theoretically, the spatio-temporal non-
separable correlation models have been thought to better
capture possible space-time interactions. Nevertheless, due
to computational complexity of the spatio-temporal non-
separable correlation functions, especially when applied in
large data sets, in this work, we choose spatio-temporal
separable correlation models. One of frequently used space-
time separable correlation functions is the double-stable

model, as given by

corr(h, u) = exp

(
−
(‖ si − sk ‖

ψs

)κs

−
( |tj − tl|

ψt

)κt
)
,

(4)
where ψs and ψt are two positive scale parameters in terms
of space and time, respectively. ψs and ψt are referred to as
reduction rates of the dependence between two random vari-
ables z(si, tj) and z(sk, tl) at two spatio-temporal locations
(si, tj) and (sk, tl) when ‖ si − sk ‖ or |tj − tl| increase.
κs and κt are smoothing parameters, 0 < κs, κt � 2. In
practice, κs and κt can be chosen a priori. Specifically, if
κs = 1 and κt = 1, we have an exponential space-time
separable correlation function. Similarly, setting κs = 2 and
κt = 2 leads to a Gaussian space-time separable correlation
model. It can be seen that in (4) the correlation function only
depends on ‖ si − sk ‖ and |tj − tl|, it is called spatially
temporally isotropic. Note that the parameters σ2, τ2, ψs and
ψt are unknown but can be learned by the use of all available
measurements.

B. Spatio-temporal Predictive Inference

From (2), it is derived that

Y (s, t) ∼ N (μ,Σ + τ2I), (5)

where μ is a scalar value that is a mean of all available
observations. Σ is the nm×nm covariance matrix of Y (s, t),
where its elements can be computed by using (3). I is a
nm× nm identity matrix. Let us first define s∗ and t∗ as a
matrix of coordinates of all unmeasured locations of interest
and a vector of specific instants when we would monitor the
environments, respectively. We also denote Z∗(s∗, t∗) is a
vector of random variables at locations s∗ and at times t∗.
Note that Y (s, t) and Z∗(s∗, t∗) are variables in the same
space Q, though they may not be observed at the same times.
Hence, the joint distribution of Y (s, t) and Z∗(s∗, t∗) is
specified by[

Y (s, t)

Z∗(s∗, t∗)

]
∼ N

([
μ

μ∗

]
,

[
Σ + τ2I Σ∗

ΣT
∗ Σ∗∗

])
, (6)

where μ∗ and Σ∗∗ are the mean and the covariance ma-
trix of Z∗(s∗, t∗). In this scenario, we suppose that the
mean is consistent, μ∗ = μ. Each element of the covari-
ance matrix Σ∗∗ is computed by the covariance function
cov((s∗i , t

∗
j ), (s

∗
k, t

∗
l )) as given in (3). Notice that s∗i , s

∗
k ∈ s∗

and t∗j , t
∗
l ∈ t∗. In addition, Σ∗ is the cross-covariance

matrix representing the dependence between Y (s, t) and
Z∗(s∗, t∗), whose elements are calculated by the cross-
covariance function cov((si, tj), (s∗k, t

∗
l )). From (6), we can

now infer the posterior distribution of Z∗(s∗, t∗), given the
measurements Y (s, t), by taking the following form.

Z∗(s∗, t∗)|Y (s, t) ∼ N (μ∗|Y (s,t),Σ∗∗|Y (s,t)), (7)

where

μ∗|Y (s,t) = μ∗ +ΣT
∗ (Σ + τ2I)−1(Y (s, t)− μ), (8)

Σ∗∗|Y (s,t) = Σ∗∗ − ΣT
∗ (Σ + τ2I)−1Σ∗. (9)
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Fig. 1: Random sensor deployments at beginning in S2.1-
B4-01 room, Nanyang Technological University

It can be clearly seen that the indoor environmental fields
at any unobserved locations can be predicted at any time
by only using available measurements. In order to demon-
strate the effectiveness of the approach of predicting spatio-
temporal environmental fields, we implement and discuss the
method in the real scenarios in the following section.

III. REAL EXPERIMENTS IN BUILDINGS

A. Indoor Experimental Description

In order to demonstrate effectiveness of the spatio-
temporal model in intelligently monitoring indoor environ-
mental fields, we conducted experiments at the S2.1-B4-
01 room in the Nanyang Technological University campus,
Singapore. The experiments were carried out during the time
from 7 March to 10 April 2016. The experimented room
is sized 19.80 m in the length and 14.86 m in the width.
A brief snapshot of the room can be seen in the Fig. 1.
Better understanding the room configuration leads to better
analysis of the environmental variations. Thus, arrangements
of the S2.1-B4-01 room are delineated as the following.
The room has 3 doors. Opening and closing these doors
obviously affect on indoor environments. The main door is
in the corridor side, which room occupants usually use for
their entrance and exit of the room. The back door next to
the sensor nodes 14 and 15 is sometimes utilized in some
particular circumstances. And the door next to the sensor
node 18 is completely closed at all time. From the main
door, the left hand side of the room is the area where there
have cubicles with desk-work stations for research staff and
research students. When one enters the room, it can be seen
there is a technical area in the first left corner in which
servers and technical facilities are located. In the middle
of the room, there are four rows of tables with personal
computers for undergraduate classes. In addition, in the far
right corner, there have robots with equipment for other
research experiments. On the ceiling, it has 16 air inlets
and 16 air outlets, respectively. The air inlets supplied to
the room conditioned air with specific levels of temperature,
relative humidity and carbon dioxide, which are expected to

be similar to those of fresh air. And exhausted air gets out the
room via air outlets. Note that due to management reasons,
there are some air inlets and outlets to be off during the time
the experiments were conducted.

In the context of occupancy, there are daily 28 research
staff and research students working in the room in week-
days; some of them are still in on weekends. Moreover, it
usually has about 20 undergraduate students attending their
experimental classes in this room. Notice that occupants’
activities considerably influence on the indoor environmental
processes.

In the experiments, we utilized two wireless networks of
10 Libelium temperature sensors and 10 Monnit tempera-
ture sensors. These sensor nodes, after measuring indoor
temperatures, send the measurements directly to the network
routers via a one-hop routing structure. The data can be ac-
cessed from any internet connected devices. The downloaded
measurements were then employed to train and validate the
space-time models of the environmental fields in the room.

To provide good feedback for strategies of controlling
indoor environments, which is aimed to increase human
comfort, in this work we positioned all sensors at sitting
levels. 20 sensors measuring spatio-temporal temperatures in
the room were deliberately located and numbered as shown
in Fig. 1.

B. Result Discussions

The temperature measurements were gathered in 5 week
time. The first four week collective data was used for training
space-time models; and the last week sensor readings were
utilized to evaluate the learned models. Note that the sensors
were set to take environmental measurements every 2 hours.
That is, each sensor could gather 84 measurements at its
location every week.

Nonetheless, in the first presentation, we discuss real
variations of spatial processes over time at a sensor node
location. For instance, realistic temperatures in the tested
room through 4 week time, from 7 March to 3 April 2016,
at 4 specific sensor locations are demonstrated in Fig. 2. The
four chosen sensor positions represent the four particular
areas in the room. Specifically, the node 6 is close to the
door, the node 13 is in the cubicle area and next to a
corner, the node 17 is in the area with most nonhuman
activities, and the node 20 is in the middle of the room. The
measured temperatures are graphically curved into weekly
forms. Thus, it is interesting that we can also compare
location-self temperatures among weeks.

In general, temperature in the experimented room is itera-
tively high during the daytime and low during the nighttime,
except that at a location of the sensor node 17. Recordings
of the temperature sensor 17 in the four week experiments
are fluctuated in a non-ordered way, though their variations
are small, ranging from 22.2oC to 23.2oC. The reasons are
that there were almost no human activities and that air inlets
and outlets in an area around the sensor 17 were off during
experimental time. More importantly, the temperature in the
room at the selected locations was ranged from 21.4oC to
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Fig. 2: Real temperature observations over time at sensor nodes in weeks from 7 March to 3 April 2016 in S2.1-B4-01 room,
Nanyang Technological University: (a) node 6, (b) node 13, (c) node 17, (d) node 20. Refer to Fig. 1 for their locations.

24.2oC. In fact, this temperature is always lower than that
is outside since Singapore is a tropical rain-forest country
whose climate is with year-round hot temperature. It can be
obviously seen that the temperature at any time on weekends
is always lower than that is on weekdays. However, the
Friday 25 March, a public holiday in Singapore, was cooler
than the other weekdays. On the other hand, the heat inside
the room daily gets a peak around 2:00pm to 4:00pm and
then cools down to the lowest value at approximate 4:00am
to 6:00am.

During daytime the cubicle area is often hotter than the
others, which can be seen in curves of the temperatures
measured at the sensor node 13, a representative position
in the cubicle area, though it really cool in nighttime. This

phenomenon can be interpreted by the occupant activities
and the heat exhausted from working personal computers.
Notwithstanding, even though there are no heat-exhausted
facilities around the node 6, the temperature captured by the
sensor 6 is still high as compared with that in the cubicle
area. This high temperature was caused by frequently-opened
door activities.

In the following we discuss about maps of the environ-
mental fields in the room. Of the collected dataset, first four
week temperature measurements were employed to learn a
spatio-temporal model, which is introduced in Section II. For
instance, we utilized 6720 temperature values collected by
20 sensors over 4 weeks to develop a space-time model that
comprehensively represents for the temperature distribution
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Fig. 3: Predicted temperature fields in S2.1-B4-01 room, Nanyang Technological University at different times on different
days: (a) at 16:45 on 7 April 2016, (b) at 10:50 on 8 April 2016 and (c) at 00:45 on 10 April 2016. Corresponding prediction
standard errors are also presented: (d) at 16:45 on 7 April 2016, (e) at 10:50 on 8 April 2016 and (f) at 00:45 on 10 April
2016. Ranges of the fields and the standard errors are illustrated in color bars.



in the tested room at any time. We call this model as model1.
The learned model of the temperature in the room was then
used to predict the temperature field at any locations in
the room at any time. In equivalent words, we can totally
create a highly accurate map of the heat in the whole room
at any time during the week. To demonstrate this fact, the
trained spatio-temporal temperature model was employed to
predict the maps of the heat in the experimented room at
three different times, 10:50am in the morning, 4:45pm in the
afternoon and 0:45am in the night in the evaluating week,
from 4 to 10 April 2016, shown in Fig. 3. The demonstrations
were conducted in two weekdays, Thursday 7 April and
Friday 8 April 2016, and one weekend, 10 April 2016. For
the purpose of comparisons, our sensors also measured the
room temperature at these three different times. A purely
spatial model [12] was learned by the use of each set of
data gathered at each tested time. We call this model as
modelt2. Since modelt2 is purely spatial, at every time t we
have one modelt2 learned separately. Each learned spatial
model modelt2 was then employed to predict the heat map
of the whole room at the corresponding time t. The results
are also illustrated in Fig. 3.

Figures 3a, 3b and 3c illustrate the predicted temperature
fields in the whole tested room at 16:45 on Thursday 7
April, 10:50 on Friday 8 April and 00:45 on Sunday 10
April 2016, respectively. In each of these sub-figures, there
are two mean heat maps arranged in a column of which the
top demonstrates the predicted field obtained by the learned
spatio-temporal model model1 and the bottom shows the
estimated field obtained by modelt2 that is directly learned
by the realistic measurements at the corresponding time. At
each studied time, the figures are mapped at the same scale of
colors. Consequently, it can be clearly seen that the model1
based prediction results are highly comparable with those
obtained by the models of modelt2. More importantly, the
demonstrations of the entire room once again confirm that
the heat is higher in the working time, especially in the after-
noon, when there are happening of occupants activities. It can
be observed that the cubicle area under occupancy is really
hot of the temperature of above 24oC. Nevertheless, the
upper left corners of the figures demonstrate approximately
steady and high temperature over time, which is owing to
workings of the servers located in this area. Furthermore,
except the server region, the areas close to main and back
doors are always hotter than the others during the day. These
phenomena can be understandable when insulation of the
doors is weak.

Similarly, the prediction standard errors in the whole room
at three different times mentioned above are mapped as
demonstrated in figures 3d, 3e and 3f. Corresponding to
the predicted mean demonstrations, the standard errors are
also predicted by the model model1 and the models modelt2,
respectively. Generally, the predicted standard errors in the
top row of figures 3d, 3e and 3f, which are obtained by
the use of the model1, are considerably smaller than those
in the bottom row of these figures, which are obtained
by each model modelt2 at corresponding time. Note that

the comparisons are based on every pair of the predicted
standard errors obtained by the two types of models at every
individual location in the room. The premise behind these
differences is that the spatio-temporal model model1 consists
of temporal elements in its forms. In other words, the space-
time model has temporal correlations of the compared point
with the point before and the point after. This type of the
correlation does not exist in the purely spatial model modelt2.
It efficiently and effectively shows that the space-time model
proposed in this work can have better predictions of spatio-
temporal fields than spatial models.

IV. CONCLUSIONS

An efficient approach of monitoring indoor climates in
smart buildings was proposed, which involves modeling
and predicting environmental fields in the building spaces.
The indoor spatio-temporal environmental parameters are
first modeled by Gaussian processes, which allows building
management systems to observe the indoor climates at any
time and at any locations via monitoring maps/surfaces of
the environmental fields. From this, control laws/strategies
for managing the building are then effectively designed to
decline energy usage and grow occupant comfort in the
building spaces. The proposed method was comprehensively
implemented and then evaluated in a real space in a uni-
versity building. The obtained results have demonstrated the
efficiency of the approach.

REFERENCES

[1] B. Sun, P. B. Luh, Q. S. Jia, Z. Jiang, F.Wang, and C. Song, “Building
energy management: Integrated control of active and passive heating,
cooling, lighting, shading, and ventilation systems,” IEEE Transactions
on Automation Science and Engineering, vol. 10(3), pp. 588–602,
2013.

[2] Commercial Buildings Energy Consumption Survey, U.S. Energy In-
formation Adminstration, 2011.

[3] Building Energy Data Book, U.S. Department of Energy, 2011.
[4] D. Brunelli, I. Minakov, R. Passerone, and M. Rossi, “Smart mon-

itoring for sustainable and energy-efficient buildings: A case study,”
in Proc. IEEE Workshop on Environmental, Energy and Structural
Monitoring Systems, Trento, Italy, July 2015.

[5] L. D. Pereira, D. Raimondo, S. P. Corgnati, and M. G. Silva,
“Assessment of indoor air quality and thermal comfort in Portuguese
secondary classrooms: Methodology and results,” Building and Envi-
ronment, vol. 81, pp. 69–80, 2014.

[6] D. Brunelli, I. Minakov, R. Passerone, and M. Rossi, “POVOMON: An
ad-hoc wireless sensor network for indoor environmental monitoring,”
in Proc. IEEE Workshop on Environmental Energy and Structural
Monitoring Systems, Naples, Italy, September 2014, pp. 1–6.

[7] Q. Zhu, J. Yi, S. Sheng, C. Wen, and H. Hu, “A computer-aided
modeling and measurement system for environmental thermal comfort
sensing,” IEEE Transactions on Instrumentation and Measurement,
vol. 64(2), pp. 478–486, 2015.

[8] C. Lin, “Forecasting indoor environment using ensemble-based data
assimilation algorithms,” Ph.D. dissertation, Concordia University,
Montreal, Quebec, Canada, 2014.

[9] J. A. Burns, J. Borggaard, E. Cliff, and L. Zietsman, “An optimal
control approach to sensor / actuator placement for optimal control
of high performance buildings,” in Proc. International Conference on
High Performance Buildings, Purdue, USA, July 2012, pp. 1–7.

[10] G. Lowry and M. Lee, “Modelling the passive thermal response of
a building using sparse BMS data,” Applied Energy, vol. 78(1), pp.
53–62, 2004.

[11] N. Cressie and C. K. Wikle, Statistics for spatio-temporal data. Wiley,
2011.

[12] N. A. Cressie, Statistics for spatial data. Wiley, 1991.



<<
  /ASCII85EncodePages false
  /AllowTransparency false
  /AutoPositionEPSFiles true
  /AutoRotatePages /None
  /Binding /Left
  /CalGrayProfile (Gray Gamma 2.2)
  /CalRGBProfile (sRGB IEC61966-2.1)
  /CalCMYKProfile (U.S. Web Coated \050SWOP\051 v2)
  /sRGBProfile (sRGB IEC61966-2.1)
  /CannotEmbedFontPolicy /Error
  /CompatibilityLevel 1.7
  /CompressObjects /Off
  /CompressPages true
  /ConvertImagesToIndexed true
  /PassThroughJPEGImages true
  /CreateJobTicket false
  /DefaultRenderingIntent /Default
  /DetectBlends true
  /DetectCurves 0.0000
  /ColorConversionStrategy /LeaveColorUnchanged
  /DoThumbnails false
  /EmbedAllFonts true
  /EmbedOpenType false
  /ParseICCProfilesInComments true
  /EmbedJobOptions true
  /DSCReportingLevel 0
  /EmitDSCWarnings false
  /EndPage -1
  /ImageMemory 1048576
  /LockDistillerParams true
  /MaxSubsetPct 100
  /Optimize true
  /OPM 0
  /ParseDSCComments false
  /ParseDSCCommentsForDocInfo true
  /PreserveCopyPage true
  /PreserveDICMYKValues true
  /PreserveEPSInfo false
  /PreserveFlatness true
  /PreserveHalftoneInfo true
  /PreserveOPIComments false
  /PreserveOverprintSettings true
  /StartPage 1
  /SubsetFonts true
  /TransferFunctionInfo /Remove
  /UCRandBGInfo /Preserve
  /UsePrologue false
  /ColorSettingsFile ()
  /AlwaysEmbed [ true
    /AbadiMT-CondensedLight
    /ACaslon-Italic
    /ACaslon-Regular
    /ACaslon-Semibold
    /ACaslon-SemiboldItalic
    /AdobeArabic-Bold
    /AdobeArabic-BoldItalic
    /AdobeArabic-Italic
    /AdobeArabic-Regular
    /AdobeHebrew-Bold
    /AdobeHebrew-BoldItalic
    /AdobeHebrew-Italic
    /AdobeHebrew-Regular
    /AdobeHeitiStd-Regular
    /AdobeMingStd-Light
    /AdobeMyungjoStd-Medium
    /AdobePiStd
    /AdobeSongStd-Light
    /AdobeThai-Bold
    /AdobeThai-BoldItalic
    /AdobeThai-Italic
    /AdobeThai-Regular
    /AGaramond-Bold
    /AGaramond-BoldItalic
    /AGaramond-Italic
    /AGaramond-Regular
    /AGaramond-Semibold
    /AGaramond-SemiboldItalic
    /AgencyFB-Bold
    /AgencyFB-Reg
    /AGOldFace-Outline
    /AharoniBold
    /Algerian
    /Americana
    /Americana-ExtraBold
    /AndaleMono
    /AndaleMonoIPA
    /AngsanaNew
    /AngsanaNew-Bold
    /AngsanaNew-BoldItalic
    /AngsanaNew-Italic
    /AngsanaUPC
    /AngsanaUPC-Bold
    /AngsanaUPC-BoldItalic
    /AngsanaUPC-Italic
    /Anna
    /ArialAlternative
    /ArialAlternativeSymbol
    /Arial-Black
    /Arial-BlackItalic
    /Arial-BoldItalicMT
    /Arial-BoldMT
    /Arial-ItalicMT
    /ArialMT
    /ArialMT-Black
    /ArialNarrow
    /ArialNarrow-Bold
    /ArialNarrow-BoldItalic
    /ArialNarrow-Italic
    /ArialRoundedMTBold
    /ArialUnicodeMS
    /ArrusBT-Bold
    /ArrusBT-BoldItalic
    /ArrusBT-Italic
    /ArrusBT-Roman
    /AvantGarde-Book
    /AvantGarde-BookOblique
    /AvantGarde-Demi
    /AvantGarde-DemiOblique
    /AvantGardeITCbyBT-Book
    /AvantGardeITCbyBT-BookOblique
    /BakerSignet
    /BankGothicBT-Medium
    /Barmeno-Bold
    /Barmeno-ExtraBold
    /Barmeno-Medium
    /Barmeno-Regular
    /Baskerville
    /BaskervilleBE-Italic
    /BaskervilleBE-Medium
    /BaskervilleBE-MediumItalic
    /BaskervilleBE-Regular
    /Baskerville-Bold
    /Baskerville-BoldItalic
    /Baskerville-Italic
    /BaskOldFace
    /Batang
    /BatangChe
    /Bauhaus93
    /Bellevue
    /BellMT
    /BellMTBold
    /BellMTItalic
    /BerlingAntiqua-Bold
    /BerlingAntiqua-BoldItalic
    /BerlingAntiqua-Italic
    /BerlingAntiqua-Roman
    /BerlinSansFB-Bold
    /BerlinSansFBDemi-Bold
    /BerlinSansFB-Reg
    /BernardMT-Condensed
    /BernhardModernBT-Bold
    /BernhardModernBT-BoldItalic
    /BernhardModernBT-Italic
    /BernhardModernBT-Roman
    /BiffoMT
    /BinnerD
    /BinnerGothic
    /BlackadderITC-Regular
    /Blackoak
    /blex
    /blsy
    /Bodoni
    /Bodoni-Bold
    /Bodoni-BoldItalic
    /Bodoni-Italic
    /BodoniMT
    /BodoniMTBlack
    /BodoniMTBlack-Italic
    /BodoniMT-Bold
    /BodoniMT-BoldItalic
    /BodoniMTCondensed
    /BodoniMTCondensed-Bold
    /BodoniMTCondensed-BoldItalic
    /BodoniMTCondensed-Italic
    /BodoniMT-Italic
    /BodoniMTPosterCompressed
    /Bodoni-Poster
    /Bodoni-PosterCompressed
    /BookAntiqua
    /BookAntiqua-Bold
    /BookAntiqua-BoldItalic
    /BookAntiqua-Italic
    /Bookman-Demi
    /Bookman-DemiItalic
    /Bookman-Light
    /Bookman-LightItalic
    /BookmanOldStyle
    /BookmanOldStyle-Bold
    /BookmanOldStyle-BoldItalic
    /BookmanOldStyle-Italic
    /BookshelfSymbolOne-Regular
    /BookshelfSymbolSeven
    /BookshelfSymbolThree-Regular
    /BookshelfSymbolTwo-Regular
    /Botanical
    /Boton-Italic
    /Boton-Medium
    /Boton-MediumItalic
    /Boton-Regular
    /Boulevard
    /BradleyHandITC
    /Braggadocio
    /BritannicBold
    /Broadway
    /BrowalliaNew
    /BrowalliaNew-Bold
    /BrowalliaNew-BoldItalic
    /BrowalliaNew-Italic
    /BrowalliaUPC
    /BrowalliaUPC-Bold
    /BrowalliaUPC-BoldItalic
    /BrowalliaUPC-Italic
    /BrushScript
    /BrushScriptMT
    /CaflischScript-Bold
    /CaflischScript-Regular
    /Calibri
    /Calibri-Bold
    /Calibri-BoldItalic
    /Calibri-Italic
    /CalifornianFB-Bold
    /CalifornianFB-Italic
    /CalifornianFB-Reg
    /CalisMTBol
    /CalistoMT
    /CalistoMT-BoldItalic
    /CalistoMT-Italic
    /Cambria
    /Cambria-Bold
    /Cambria-BoldItalic
    /Cambria-Italic
    /CambriaMath
    /Candara
    /Candara-Bold
    /Candara-BoldItalic
    /Candara-Italic
    /Carta
    /CaslonOpenfaceBT-Regular
    /Castellar
    /CastellarMT
    /Centaur
    /Centaur-Italic
    /Century
    /CenturyGothic
    /CenturyGothic-Bold
    /CenturyGothic-BoldItalic
    /CenturyGothic-Italic
    /CenturySchL-Bold
    /CenturySchL-BoldItal
    /CenturySchL-Ital
    /CenturySchL-Roma
    /CenturySchoolbook
    /CenturySchoolbook-Bold
    /CenturySchoolbook-BoldItalic
    /CenturySchoolbook-Italic
    /CGTimes-Bold
    /CGTimes-BoldItalic
    /CGTimes-Italic
    /CGTimes-Regular
    /CharterBT-Bold
    /CharterBT-BoldItalic
    /CharterBT-Italic
    /CharterBT-Roman
    /CheltenhamITCbyBT-Bold
    /CheltenhamITCbyBT-BoldItalic
    /CheltenhamITCbyBT-Book
    /CheltenhamITCbyBT-BookItalic
    /Chiller-Regular
    /Cmb10
    /CMB10
    /Cmbsy10
    /CMBSY10
    /CMBSY5
    /CMBSY6
    /CMBSY7
    /CMBSY8
    /CMBSY9
    /Cmbx10
    /CMBX10
    /Cmbx12
    /CMBX12
    /Cmbx5
    /CMBX5
    /Cmbx6
    /CMBX6
    /Cmbx7
    /CMBX7
    /Cmbx8
    /CMBX8
    /Cmbx9
    /CMBX9
    /Cmbxsl10
    /CMBXSL10
    /Cmbxti10
    /CMBXTI10
    /Cmcsc10
    /CMCSC10
    /Cmcsc8
    /CMCSC8
    /Cmcsc9
    /CMCSC9
    /Cmdunh10
    /CMDUNH10
    /Cmex10
    /CMEX10
    /CMEX7
    /CMEX8
    /CMEX9
    /Cmff10
    /CMFF10
    /Cmfi10
    /CMFI10
    /Cmfib8
    /CMFIB8
    /Cminch
    /CMINCH
    /Cmitt10
    /CMITT10
    /Cmmi10
    /CMMI10
    /Cmmi12
    /CMMI12
    /Cmmi5
    /CMMI5
    /Cmmi6
    /CMMI6
    /Cmmi7
    /CMMI7
    /Cmmi8
    /CMMI8
    /Cmmi9
    /CMMI9
    /Cmmib10
    /CMMIB10
    /CMMIB5
    /CMMIB6
    /CMMIB7
    /CMMIB8
    /CMMIB9
    /Cmr10
    /CMR10
    /Cmr12
    /CMR12
    /Cmr17
    /CMR17
    /Cmr5
    /CMR5
    /Cmr6
    /CMR6
    /Cmr7
    /CMR7
    /Cmr8
    /CMR8
    /Cmr9
    /CMR9
    /Cmsl10
    /CMSL10
    /Cmsl12
    /CMSL12
    /Cmsl8
    /CMSL8
    /Cmsl9
    /CMSL9
    /Cmsltt10
    /CMSLTT10
    /Cmss10
    /CMSS10
    /Cmss12
    /CMSS12
    /Cmss17
    /CMSS17
    /Cmss8
    /CMSS8
    /Cmss9
    /CMSS9
    /Cmssbx10
    /CMSSBX10
    /Cmssdc10
    /CMSSDC10
    /Cmssi10
    /CMSSI10
    /Cmssi12
    /CMSSI12
    /Cmssi17
    /CMSSI17
    /Cmssi8
    /CMSSI8
    /Cmssi9
    /CMSSI9
    /Cmssq8
    /CMSSQ8
    /Cmssqi8
    /CMSSQI8
    /Cmsy10
    /CMSY10
    /Cmsy5
    /CMSY5
    /Cmsy6
    /CMSY6
    /Cmsy7
    /CMSY7
    /Cmsy8
    /CMSY8
    /Cmsy9
    /CMSY9
    /Cmtcsc10
    /CMTCSC10
    /Cmtex10
    /CMTEX10
    /Cmtex8
    /CMTEX8
    /Cmtex9
    /CMTEX9
    /Cmti10
    /CMTI10
    /Cmti12
    /CMTI12
    /Cmti7
    /CMTI7
    /Cmti8
    /CMTI8
    /Cmti9
    /CMTI9
    /Cmtt10
    /CMTT10
    /Cmtt12
    /CMTT12
    /Cmtt8
    /CMTT8
    /Cmtt9
    /CMTT9
    /Cmu10
    /CMU10
    /Cmvtt10
    /CMVTT10
    /ColonnaMT
    /Colossalis-Bold
    /ComicSansMS
    /ComicSansMS-Bold
    /Consolas
    /Consolas-Bold
    /Consolas-BoldItalic
    /Consolas-Italic
    /Constantia
    /Constantia-Bold
    /Constantia-BoldItalic
    /Constantia-Italic
    /CooperBlack
    /CopperplateGothic-Bold
    /CopperplateGothic-Light
    /Copperplate-ThirtyThreeBC
    /Corbel
    /Corbel-Bold
    /Corbel-BoldItalic
    /Corbel-Italic
    /CordiaNew
    /CordiaNew-Bold
    /CordiaNew-BoldItalic
    /CordiaNew-Italic
    /CordiaUPC
    /CordiaUPC-Bold
    /CordiaUPC-BoldItalic
    /CordiaUPC-Italic
    /Courier
    /Courier-Bold
    /Courier-BoldOblique
    /CourierNewPS-BoldItalicMT
    /CourierNewPS-BoldMT
    /CourierNewPS-ItalicMT
    /CourierNewPSMT
    /Courier-Oblique
    /CourierStd
    /CourierStd-Bold
    /CourierStd-BoldOblique
    /CourierStd-Oblique
    /CourierX-Bold
    /CourierX-BoldOblique
    /CourierX-Oblique
    /CourierX-Regular
    /CreepyRegular
    /CurlzMT
    /David-Bold
    /David-Reg
    /DavidTransparent
    /Dcb10
    /Dcbx10
    /Dcbxsl10
    /Dcbxti10
    /Dccsc10
    /Dcitt10
    /Dcr10
    /Desdemona
    /DilleniaUPC
    /DilleniaUPCBold
    /DilleniaUPCBoldItalic
    /DilleniaUPCItalic
    /Dingbats
    /DomCasual
    /Dotum
    /DotumChe
    /DoulosSIL
    /EdwardianScriptITC
    /Elephant-Italic
    /Elephant-Regular
    /EngraversGothicBT-Regular
    /EngraversMT
    /EraserDust
    /ErasITC-Bold
    /ErasITC-Demi
    /ErasITC-Light
    /ErasITC-Medium
    /ErieBlackPSMT
    /ErieLightPSMT
    /EriePSMT
    /EstrangeloEdessa
    /Euclid
    /Euclid-Bold
    /Euclid-BoldItalic
    /EuclidExtra
    /EuclidExtra-Bold
    /EuclidFraktur
    /EuclidFraktur-Bold
    /Euclid-Italic
    /EuclidMathOne
    /EuclidMathOne-Bold
    /EuclidMathTwo
    /EuclidMathTwo-Bold
    /EuclidSymbol
    /EuclidSymbol-Bold
    /EuclidSymbol-BoldItalic
    /EuclidSymbol-Italic
    /EucrosiaUPC
    /EucrosiaUPCBold
    /EucrosiaUPCBoldItalic
    /EucrosiaUPCItalic
    /EUEX10
    /EUEX7
    /EUEX8
    /EUEX9
    /EUFB10
    /EUFB5
    /EUFB7
    /EUFM10
    /EUFM5
    /EUFM7
    /EURB10
    /EURB5
    /EURB7
    /EURM10
    /EURM5
    /EURM7
    /EuroMono-Bold
    /EuroMono-BoldItalic
    /EuroMono-Italic
    /EuroMono-Regular
    /EuroSans-Bold
    /EuroSans-BoldItalic
    /EuroSans-Italic
    /EuroSans-Regular
    /EuroSerif-Bold
    /EuroSerif-BoldItalic
    /EuroSerif-Italic
    /EuroSerif-Regular
    /EUSB10
    /EUSB5
    /EUSB7
    /EUSM10
    /EUSM5
    /EUSM7
    /FelixTitlingMT
    /Fences
    /FencesPlain
    /FigaroMT
    /FixedMiriamTransparent
    /FootlightMTLight
    /Formata-Italic
    /Formata-Medium
    /Formata-MediumItalic
    /Formata-Regular
    /ForteMT
    /FranklinGothic-Book
    /FranklinGothic-BookItalic
    /FranklinGothic-Demi
    /FranklinGothic-DemiCond
    /FranklinGothic-DemiItalic
    /FranklinGothic-Heavy
    /FranklinGothic-HeavyItalic
    /FranklinGothicITCbyBT-Book
    /FranklinGothicITCbyBT-BookItal
    /FranklinGothicITCbyBT-Demi
    /FranklinGothicITCbyBT-DemiItal
    /FranklinGothic-Medium
    /FranklinGothic-MediumCond
    /FranklinGothic-MediumItalic
    /FrankRuehl
    /FreesiaUPC
    /FreesiaUPCBold
    /FreesiaUPCBoldItalic
    /FreesiaUPCItalic
    /FreestyleScript-Regular
    /FrenchScriptMT
    /Frutiger-Black
    /Frutiger-BlackCn
    /Frutiger-BlackItalic
    /Frutiger-Bold
    /Frutiger-BoldCn
    /Frutiger-BoldItalic
    /Frutiger-Cn
    /Frutiger-ExtraBlackCn
    /Frutiger-Italic
    /Frutiger-Light
    /Frutiger-LightCn
    /Frutiger-LightItalic
    /Frutiger-Roman
    /Frutiger-UltraBlack
    /Futura-Bold
    /Futura-BoldOblique
    /Futura-Book
    /Futura-BookOblique
    /FuturaBT-Bold
    /FuturaBT-BoldItalic
    /FuturaBT-Book
    /FuturaBT-BookItalic
    /FuturaBT-Medium
    /FuturaBT-MediumItalic
    /Futura-Light
    /Futura-LightOblique
    /GalliardITCbyBT-Bold
    /GalliardITCbyBT-BoldItalic
    /GalliardITCbyBT-Italic
    /GalliardITCbyBT-Roman
    /Garamond
    /Garamond-Bold
    /Garamond-BoldCondensed
    /Garamond-BoldCondensedItalic
    /Garamond-BoldItalic
    /Garamond-BookCondensed
    /Garamond-BookCondensedItalic
    /Garamond-Italic
    /Garamond-LightCondensed
    /Garamond-LightCondensedItalic
    /Gautami
    /GeometricSlab703BT-Light
    /GeometricSlab703BT-LightItalic
    /Georgia
    /Georgia-Bold
    /Georgia-BoldItalic
    /Georgia-Italic
    /GeorgiaRef
    /Giddyup
    /Giddyup-Thangs
    /Gigi-Regular
    /GillSans
    /GillSans-Bold
    /GillSans-BoldItalic
    /GillSans-Condensed
    /GillSans-CondensedBold
    /GillSans-Italic
    /GillSans-Light
    /GillSans-LightItalic
    /GillSansMT
    /GillSansMT-Bold
    /GillSansMT-BoldItalic
    /GillSansMT-Condensed
    /GillSansMT-ExtraCondensedBold
    /GillSansMT-Italic
    /GillSans-UltraBold
    /GillSans-UltraBoldCondensed
    /GloucesterMT-ExtraCondensed
    /Gothic-Thirteen
    /GoudyOldStyleBT-Bold
    /GoudyOldStyleBT-BoldItalic
    /GoudyOldStyleBT-Italic
    /GoudyOldStyleBT-Roman
    /GoudyOldStyleT-Bold
    /GoudyOldStyleT-Italic
    /GoudyOldStyleT-Regular
    /GoudyStout
    /GoudyTextMT-LombardicCapitals
    /GSIDefaultSymbols
    /Gulim
    /GulimChe
    /Gungsuh
    /GungsuhChe
    /Haettenschweiler
    /HarlowSolid
    /Harrington
    /Helvetica
    /Helvetica-Black
    /Helvetica-BlackOblique
    /Helvetica-Bold
    /Helvetica-BoldOblique
    /Helvetica-Condensed
    /Helvetica-Condensed-Black
    /Helvetica-Condensed-BlackObl
    /Helvetica-Condensed-Bold
    /Helvetica-Condensed-BoldObl
    /Helvetica-Condensed-Light
    /Helvetica-Condensed-LightObl
    /Helvetica-Condensed-Oblique
    /Helvetica-Fraction
    /Helvetica-Narrow
    /Helvetica-Narrow-Bold
    /Helvetica-Narrow-BoldOblique
    /Helvetica-Narrow-Oblique
    /Helvetica-Oblique
    /HighTowerText-Italic
    /HighTowerText-Reg
    /Humanist521BT-BoldCondensed
    /Humanist521BT-Light
    /Humanist521BT-LightItalic
    /Humanist521BT-RomanCondensed
    /Imago-ExtraBold
    /Impact
    /ImprintMT-Shadow
    /InformalRoman-Regular
    /IrisUPC
    /IrisUPCBold
    /IrisUPCBoldItalic
    /IrisUPCItalic
    /Ironwood
    /ItcEras-Medium
    /ItcKabel-Bold
    /ItcKabel-Book
    /ItcKabel-Demi
    /ItcKabel-Medium
    /ItcKabel-Ultra
    /JasmineUPC
    /JasmineUPC-Bold
    /JasmineUPC-BoldItalic
    /JasmineUPC-Italic
    /JoannaMT
    /JoannaMT-Italic
    /Jokerman-Regular
    /JuiceITC-Regular
    /Kartika
    /Kaufmann
    /KaufmannBT-Bold
    /KaufmannBT-Regular
    /KidTYPEPaint
    /KinoMT
    /KodchiangUPC
    /KodchiangUPC-Bold
    /KodchiangUPC-BoldItalic
    /KodchiangUPC-Italic
    /KorinnaITCbyBT-Regular
    /KristenITC-Regular
    /KrutiDev040Bold
    /KrutiDev040BoldItalic
    /KrutiDev040Condensed
    /KrutiDev040Italic
    /KrutiDev040Thin
    /KrutiDev040Wide
    /KrutiDev060
    /KrutiDev060Bold
    /KrutiDev060BoldItalic
    /KrutiDev060Condensed
    /KrutiDev060Italic
    /KrutiDev060Thin
    /KrutiDev060Wide
    /KrutiDev070
    /KrutiDev070Condensed
    /KrutiDev070Italic
    /KrutiDev070Thin
    /KrutiDev070Wide
    /KrutiDev080
    /KrutiDev080Condensed
    /KrutiDev080Italic
    /KrutiDev080Wide
    /KrutiDev090
    /KrutiDev090Bold
    /KrutiDev090BoldItalic
    /KrutiDev090Condensed
    /KrutiDev090Italic
    /KrutiDev090Thin
    /KrutiDev090Wide
    /KrutiDev100
    /KrutiDev100Bold
    /KrutiDev100BoldItalic
    /KrutiDev100Condensed
    /KrutiDev100Italic
    /KrutiDev100Thin
    /KrutiDev100Wide
    /KrutiDev120
    /KrutiDev120Condensed
    /KrutiDev120Thin
    /KrutiDev120Wide
    /KrutiDev130
    /KrutiDev130Condensed
    /KrutiDev130Thin
    /KrutiDev130Wide
    /KunstlerScript
    /Latha
    /LatinWide
    /LetterGothic
    /LetterGothic-Bold
    /LetterGothic-BoldOblique
    /LetterGothic-BoldSlanted
    /LetterGothicMT
    /LetterGothicMT-Bold
    /LetterGothicMT-BoldOblique
    /LetterGothicMT-Oblique
    /LetterGothic-Slanted
    /LevenimMT
    /LevenimMTBold
    /LilyUPC
    /LilyUPCBold
    /LilyUPCBoldItalic
    /LilyUPCItalic
    /Lithos-Black
    /Lithos-Regular
    /LotusWPBox-Roman
    /LotusWPIcon-Roman
    /LotusWPIntA-Roman
    /LotusWPIntB-Roman
    /LotusWPType-Roman
    /LucidaBright
    /LucidaBright-Demi
    /LucidaBright-DemiItalic
    /LucidaBright-Italic
    /LucidaCalligraphy-Italic
    /LucidaConsole
    /LucidaFax
    /LucidaFax-Demi
    /LucidaFax-DemiItalic
    /LucidaFax-Italic
    /LucidaHandwriting-Italic
    /LucidaSans
    /LucidaSans-Demi
    /LucidaSans-DemiItalic
    /LucidaSans-Italic
    /LucidaSans-Typewriter
    /LucidaSans-TypewriterBold
    /LucidaSans-TypewriterBoldOblique
    /LucidaSans-TypewriterOblique
    /LucidaSansUnicode
    /Lydian
    /Magneto-Bold
    /MaiandraGD-Regular
    /Mangal-Regular
    /Map-Symbols
    /MathA
    /MathB
    /MathC
    /Mathematica1
    /Mathematica1-Bold
    /Mathematica1Mono
    /Mathematica1Mono-Bold
    /Mathematica2
    /Mathematica2-Bold
    /Mathematica2Mono
    /Mathematica2Mono-Bold
    /Mathematica3
    /Mathematica3-Bold
    /Mathematica3Mono
    /Mathematica3Mono-Bold
    /Mathematica4
    /Mathematica4-Bold
    /Mathematica4Mono
    /Mathematica4Mono-Bold
    /Mathematica5
    /Mathematica5-Bold
    /Mathematica5Mono
    /Mathematica5Mono-Bold
    /Mathematica6
    /Mathematica6Bold
    /Mathematica6Mono
    /Mathematica6MonoBold
    /Mathematica7
    /Mathematica7Bold
    /Mathematica7Mono
    /Mathematica7MonoBold
    /MatisseITC-Regular
    /MaturaMTScriptCapitals
    /Mesquite
    /Mezz-Black
    /Mezz-Regular
    /MICR
    /MicrosoftSansSerif
    /MingLiU
    /Minion-BoldCondensed
    /Minion-BoldCondensedItalic
    /Minion-Condensed
    /Minion-CondensedItalic
    /Minion-Ornaments
    /MinionPro-Bold
    /MinionPro-BoldIt
    /MinionPro-It
    /MinionPro-Regular
    /Miriam
    /MiriamFixed
    /MiriamTransparent
    /Mistral
    /Modern-Regular
    /MonotypeCorsiva
    /MonotypeSorts
    /MSAM10
    /MSAM5
    /MSAM6
    /MSAM7
    /MSAM8
    /MSAM9
    /MSBM10
    /MSBM5
    /MSBM6
    /MSBM7
    /MSBM8
    /MSBM9
    /MS-Gothic
    /MSHei
    /MSLineDrawPSMT
    /MS-Mincho
    /MSOutlook
    /MS-PGothic
    /MS-PMincho
    /MSReference1
    /MSReference2
    /MSReferenceSansSerif
    /MSReferenceSansSerif-Bold
    /MSReferenceSansSerif-BoldItalic
    /MSReferenceSansSerif-Italic
    /MSReferenceSerif
    /MSReferenceSerif-Bold
    /MSReferenceSerif-BoldItalic
    /MSReferenceSerif-Italic
    /MSReferenceSpecialty
    /MSSong
    /MS-UIGothic
    /MT-Extra
    /MTExtraTiger
    /MT-Symbol
    /MT-Symbol-Italic
    /MVBoli
    /Myriad-Bold
    /Myriad-BoldItalic
    /Myriad-Italic
    /Myriad-Roman
    /Narkisim
    /NewCenturySchlbk-Bold
    /NewCenturySchlbk-BoldItalic
    /NewCenturySchlbk-Italic
    /NewCenturySchlbk-Roman
    /NewMilleniumSchlbk-BoldItalicSH
    /NewsGothic
    /NewsGothic-Bold
    /NewsGothicBT-Bold
    /NewsGothicBT-BoldItalic
    /NewsGothicBT-Italic
    /NewsGothicBT-Roman
    /NewsGothic-Condensed
    /NewsGothic-Italic
    /NewsGothicMT
    /NewsGothicMT-Bold
    /NewsGothicMT-Italic
    /NiagaraEngraved-Reg
    /NiagaraSolid-Reg
    /NimbusMonL-Bold
    /NimbusMonL-BoldObli
    /NimbusMonL-Regu
    /NimbusMonL-ReguObli
    /NimbusRomNo9L-Medi
    /NimbusRomNo9L-MediItal
    /NimbusRomNo9L-Regu
    /NimbusRomNo9L-ReguItal
    /NimbusSanL-Bold
    /NimbusSanL-BoldCond
    /NimbusSanL-BoldCondItal
    /NimbusSanL-BoldItal
    /NimbusSanL-Regu
    /NimbusSanL-ReguCond
    /NimbusSanL-ReguCondItal
    /NimbusSanL-ReguItal
    /Nimrod
    /Nimrod-Bold
    /Nimrod-BoldItalic
    /Nimrod-Italic
    /NSimSun
    /Nueva-BoldExtended
    /Nueva-BoldExtendedItalic
    /Nueva-Italic
    /Nueva-Roman
    /NuptialScript
    /OCRA
    /OCRA-Alternate
    /OCRAExtended
    /OCRB
    /OCRB-Alternate
    /OfficinaSans-Bold
    /OfficinaSans-BoldItalic
    /OfficinaSans-Book
    /OfficinaSans-BookItalic
    /OfficinaSerif-Bold
    /OfficinaSerif-BoldItalic
    /OfficinaSerif-Book
    /OfficinaSerif-BookItalic
    /OldEnglishTextMT
    /Onyx
    /OnyxBT-Regular
    /OzHandicraftBT-Roman
    /PalaceScriptMT
    /Palatino-Bold
    /Palatino-BoldItalic
    /Palatino-Italic
    /PalatinoLinotype-Bold
    /PalatinoLinotype-BoldItalic
    /PalatinoLinotype-Italic
    /PalatinoLinotype-Roman
    /Palatino-Roman
    /PapyrusPlain
    /Papyrus-Regular
    /Parchment-Regular
    /Parisian
    /ParkAvenue
    /Penumbra-SemiboldFlare
    /Penumbra-SemiboldSans
    /Penumbra-SemiboldSerif
    /PepitaMT
    /Perpetua
    /Perpetua-Bold
    /Perpetua-BoldItalic
    /Perpetua-Italic
    /PerpetuaTitlingMT-Bold
    /PerpetuaTitlingMT-Light
    /PhotinaCasualBlack
    /Playbill
    /PMingLiU
    /Poetica-SuppOrnaments
    /PoorRichard-Regular
    /PopplLaudatio-Italic
    /PopplLaudatio-Medium
    /PopplLaudatio-MediumItalic
    /PopplLaudatio-Regular
    /PrestigeElite
    /Pristina-Regular
    /PTBarnumBT-Regular
    /Raavi
    /RageItalic
    /Ravie
    /RefSpecialty
    /Ribbon131BT-Bold
    /Rockwell
    /Rockwell-Bold
    /Rockwell-BoldItalic
    /Rockwell-Condensed
    /Rockwell-CondensedBold
    /Rockwell-ExtraBold
    /Rockwell-Italic
    /Rockwell-Light
    /Rockwell-LightItalic
    /Rod
    /RodTransparent
    /RunicMT-Condensed
    /Sanvito-Light
    /Sanvito-Roman
    /ScriptC
    /ScriptMTBold
    /SegoeUI
    /SegoeUI-Bold
    /SegoeUI-BoldItalic
    /SegoeUI-Italic
    /Serpentine-BoldOblique
    /ShelleyVolanteBT-Regular
    /ShowcardGothic-Reg
    /Shruti
    /SILDoulosIPA
    /SimHei
    /SimSun
    /SimSun-PUA
    /SnapITC-Regular
    /StandardSymL
    /Stencil
    /StoneSans
    /StoneSans-Bold
    /StoneSans-BoldItalic
    /StoneSans-Italic
    /StoneSans-Semibold
    /StoneSans-SemiboldItalic
    /Stop
    /Swiss721BT-BlackExtended
    /Sylfaen
    /Symbol
    /SymbolMT
    /SymbolTiger
    /SymbolTigerExpert
    /Tahoma
    /Tahoma-Bold
    /Tci1
    /Tci1Bold
    /Tci1BoldItalic
    /Tci1Italic
    /Tci2
    /Tci2Bold
    /Tci2BoldItalic
    /Tci2Italic
    /Tci3
    /Tci3Bold
    /Tci3BoldItalic
    /Tci3Italic
    /Tci4
    /Tci4Bold
    /Tci4BoldItalic
    /Tci4Italic
    /TechnicalItalic
    /TechnicalPlain
    /Tekton
    /Tekton-Bold
    /TektonMM
    /Tempo-HeavyCondensed
    /Tempo-HeavyCondensedItalic
    /TempusSansITC
    /Tiger
    /TigerExpert
    /Times-Bold
    /Times-BoldItalic
    /Times-BoldItalicOsF
    /Times-BoldSC
    /Times-ExtraBold
    /Times-Italic
    /Times-ItalicOsF
    /TimesNewRomanMT-ExtraBold
    /TimesNewRomanPS-BoldItalicMT
    /TimesNewRomanPS-BoldMT
    /TimesNewRomanPS-ItalicMT
    /TimesNewRomanPSMT
    /Times-Roman
    /Times-RomanSC
    /Trajan-Bold
    /Trebuchet-BoldItalic
    /TrebuchetMS
    /TrebuchetMS-Bold
    /TrebuchetMS-Italic
    /Tunga-Regular
    /TwCenMT-Bold
    /TwCenMT-BoldItalic
    /TwCenMT-Condensed
    /TwCenMT-CondensedBold
    /TwCenMT-CondensedExtraBold
    /TwCenMT-CondensedMedium
    /TwCenMT-Italic
    /TwCenMT-Regular
    /Univers-Bold
    /Univers-BoldItalic
    /UniversCondensed-Bold
    /UniversCondensed-BoldItalic
    /UniversCondensed-Medium
    /UniversCondensed-MediumItalic
    /Univers-Medium
    /Univers-MediumItalic
    /URWBookmanL-DemiBold
    /URWBookmanL-DemiBoldItal
    /URWBookmanL-Ligh
    /URWBookmanL-LighItal
    /URWChanceryL-MediItal
    /URWGothicL-Book
    /URWGothicL-BookObli
    /URWGothicL-Demi
    /URWGothicL-DemiObli
    /URWPalladioL-Bold
    /URWPalladioL-BoldItal
    /URWPalladioL-Ital
    /URWPalladioL-Roma
    /USPSBarCode
    /VAGRounded-Black
    /VAGRounded-Bold
    /VAGRounded-Light
    /VAGRounded-Thin
    /Verdana
    /Verdana-Bold
    /Verdana-BoldItalic
    /Verdana-Italic
    /VerdanaRef
    /VinerHandITC
    /Viva-BoldExtraExtended
    /Vivaldii
    /Viva-LightCondensed
    /Viva-Regular
    /VladimirScript
    /Vrinda
    /Webdings
    /Westminster
    /Willow
    /Wingdings2
    /Wingdings3
    /Wingdings-Regular
    /WNCYB10
    /WNCYI10
    /WNCYR10
    /WNCYSC10
    /WNCYSS10
    /WoodtypeOrnaments-One
    /WoodtypeOrnaments-Two
    /WP-ArabicScriptSihafa
    /WP-ArabicSihafa
    /WP-BoxDrawing
    /WP-CyrillicA
    /WP-CyrillicB
    /WP-GreekCentury
    /WP-GreekCourier
    /WP-GreekHelve
    /WP-HebrewDavid
    /WP-IconicSymbolsA
    /WP-IconicSymbolsB
    /WP-Japanese
    /WP-MathA
    /WP-MathB
    /WP-MathExtendedA
    /WP-MathExtendedB
    /WP-MultinationalAHelve
    /WP-MultinationalARoman
    /WP-MultinationalBCourier
    /WP-MultinationalBHelve
    /WP-MultinationalBRoman
    /WP-MultinationalCourier
    /WP-Phonetic
    /WPTypographicSymbols
    /XYATIP10
    /XYBSQL10
    /XYBTIP10
    /XYCIRC10
    /XYCMAT10
    /XYCMBT10
    /XYDASH10
    /XYEUAT10
    /XYEUBT10
    /ZapfChancery-MediumItalic
    /ZapfDingbats
    /ZapfHumanist601BT-Bold
    /ZapfHumanist601BT-BoldItalic
    /ZapfHumanist601BT-Demi
    /ZapfHumanist601BT-DemiItalic
    /ZapfHumanist601BT-Italic
    /ZapfHumanist601BT-Roman
    /ZWAdobeF
  ]
  /NeverEmbed [ true
  ]
  /AntiAliasColorImages false
  /CropColorImages true
  /ColorImageMinResolution 150
  /ColorImageMinResolutionPolicy /OK
  /DownsampleColorImages true
  /ColorImageDownsampleType /Bicubic
  /ColorImageResolution 300
  /ColorImageDepth -1
  /ColorImageMinDownsampleDepth 1
  /ColorImageDownsampleThreshold 2.00333
  /EncodeColorImages true
  /ColorImageFilter /DCTEncode
  /AutoFilterColorImages true
  /ColorImageAutoFilterStrategy /JPEG
  /ColorACSImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /ColorImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000ColorACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /JPEG2000ColorImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /AntiAliasGrayImages false
  /CropGrayImages true
  /GrayImageMinResolution 150
  /GrayImageMinResolutionPolicy /OK
  /DownsampleGrayImages true
  /GrayImageDownsampleType /Bicubic
  /GrayImageResolution 300
  /GrayImageDepth -1
  /GrayImageMinDownsampleDepth 2
  /GrayImageDownsampleThreshold 2.00333
  /EncodeGrayImages true
  /GrayImageFilter /DCTEncode
  /AutoFilterGrayImages true
  /GrayImageAutoFilterStrategy /JPEG
  /GrayACSImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /GrayImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000GrayACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /JPEG2000GrayImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /AntiAliasMonoImages false
  /CropMonoImages true
  /MonoImageMinResolution 1200
  /MonoImageMinResolutionPolicy /OK
  /DownsampleMonoImages true
  /MonoImageDownsampleType /Bicubic
  /MonoImageResolution 600
  /MonoImageDepth -1
  /MonoImageDownsampleThreshold 1.00167
  /EncodeMonoImages true
  /MonoImageFilter /CCITTFaxEncode
  /MonoImageDict <<
    /K -1
  >>
  /AllowPSXObjects false
  /CheckCompliance [
    /None
  ]
  /PDFX1aCheck false
  /PDFX3Check false
  /PDFXCompliantPDFOnly false
  /PDFXNoTrimBoxError true
  /PDFXTrimBoxToMediaBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXSetBleedBoxToMediaBox true
  /PDFXBleedBoxToTrimBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXOutputIntentProfile (None)
  /PDFXOutputConditionIdentifier ()
  /PDFXOutputCondition ()
  /PDFXRegistryName ()
  /PDFXTrapped /False

  /CreateJDFFile false
  /Description <<

    /CHS <FEFF4f7f75288fd94e9b8bbe5b9a521b5efa7684002000410064006f006200650020005000440046002065876863900275284e8e55464e1a65876863768467e5770b548c62535370300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c676562535f00521b5efa768400200050004400460020658768633002>
    /CHT <FEFF4f7f752890194e9b8a2d7f6e5efa7acb7684002000410064006f006200650020005000440046002065874ef69069752865bc666e901a554652d965874ef6768467e5770b548c52175370300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c4f86958b555f5df25efa7acb76840020005000440046002065874ef63002>
    /CZE <>
    /DAN <>
    /DEU <>
    /ESP <>
    /FRA <>
    /GRE <>

    /HRV (Za stvaranje Adobe PDF dokumenata pogodnih za pouzdani prikaz i ispis poslovnih dokumenata koristite ove postavke.  Stvoreni PDF dokumenti mogu se otvoriti Acrobat i Adobe Reader 5.0 i kasnijim verzijama.)
    /HUN <>
    /ITA (Utilizzare queste impostazioni per creare documenti Adobe PDF adatti per visualizzare e stampare documenti aziendali in modo affidabile. I documenti PDF creati possono essere aperti con Acrobat e Adobe Reader 5.0 e versioni successive.)
    /JPN <>
    /KOR <FEFFc7740020c124c815c7440020c0acc6a9d558c5ec0020be44c988b2c8c2a40020bb38c11cb97c0020c548c815c801c73cb85c0020bcf4ace00020c778c1c4d558b2940020b3700020ac00c7a50020c801d569d55c002000410064006f0062006500200050004400460020bb38c11cb97c0020c791c131d569b2c8b2e4002e0020c774b807ac8c0020c791c131b41c00200050004400460020bb38c11cb2940020004100630072006f0062006100740020bc0f002000410064006f00620065002000520065006100640065007200200035002e00300020c774c0c1c5d0c11c0020c5f40020c2180020c788c2b5b2c8b2e4002e>
    /NLD (Gebruik deze instellingen om Adobe PDF-documenten te maken waarmee zakelijke documenten betrouwbaar kunnen worden weergegeven en afgedrukt. De gemaakte PDF-documenten kunnen worden geopend met Acrobat en Adobe Reader 5.0 en hoger.)
    /NOR <>
    /POL <>
    /PTB <>
    /RUM <>
    /RUS <>
    /SLV <>
    /SUO <>
    /SVE <>
    /TUR <>
    /ENU (Use these settings to create Adobe PDF documents suitable for reliable viewing and printing of business documents.  Created PDF documents can be opened with Acrobat and Adobe Reader 5.0 and later.)
  >>
>> setdistillerparams
<<
  /HWResolution [600 600]
  /PageSize [612.000 792.000]
>> setpagedevice


